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Neural Network Based Method for Predicting
Nonlinear Load Harmonics
Joy Mazumdar, Member, IEEE, Ronald G. Harley, Fellow, IEEE, Frank C. Lambert, Senior Member, IEEE, and
Ganesh K. Venayagamoorthy, Senior Member, IEEE

Abstract—Generation of harmonics and the existence of waveform pollution in power system networks are important problems
facing the power utilities. The increased use of nonlinear devices
in industry has resulted in direct increase of harmonic distortion in the industrial power system in recent years. Interaction
between loads and sources in a power distribution network is a
complex process and often not possible to explain analytically
without making assumptions. The determination of true harmonic
current distortion of a load is further complicated by the fact that
the supply voltage waveform at the point of common coupling
(PCC) is rarely a pure sinusoid. This paper proposes a neural
network based method to find a way of distinguishing between
load contributed harmonics and supply harmonics, without disconnecting any load from the network. A neural network structure
with memory is used to model the admittance of the nonlinear
load. Once training is achieved, the neural network predicts the
true harmonic current of the load if it could be supplied with a
clean sine wave. The main advantage of this method is that only
waveforms of voltages and currents have to be measured and
is applicable for single phase as well as multiphase loads. This
could be integrated into a commercially available power quality
instrument or be fabricated as a standalone instrument that could
be installed in substations of large customer loads, or used as a
hand-held clip on instrument.
Index Terms—Neural network, point of common coupling
(PCC).

I. INTRODUCTION
HE objective of the electric utility is to deliver a sinusoidal voltage at fairly constant magnitude and frequency
throughout its network. However, with the widespread proliferation of power electronic loads, significant amounts of harmonic
currents are being injected into the network by these loads. Due
to the complex interactions between loads and sources, it is difficult to predict with certainty the origin of the network pollution [1]. The most common approach adopted to tackle this
problem was the establishment of limits on the amount of harmonic currents and voltages generated by customers and util-
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Fig. 1. Typical power distribution network.

ities. The IEEE standard 519 [2], [3] and the IEC-1000-3 [4]
are such examples. Customers are required to comply with the
regulations and any enforcement by the utility depends on an
accurate measurement of the harmonic current injected by the
offending customer.
Fig. 1 shows a typical power distribution network. When the
nonlinear load is supplied from a sinusoidal voltage source, its
injected harmonic current is referred to as contributions from the
load. Harmonic currents cause harmonic volt drops in the supply
network and therefore distort the voltage at the point of common
coupling (PCC). Any loads, even linear loads, connected to the
PCC, will have harmonic currents injected into them by the distorted PCC voltage. Such currents are referred to as contributions from the power system, or supply harmonics.
This problem even exists when a single load is connected to
the PCC. If the true harmonic current injections from the load
were known, then a utility could penalize the offending consumer in some appropriate way, including say a special tariff
or insist on corrective action by the consumer. Simply measuring the harmonic currents at each individual load is not sufficiently accurate since these harmonic currents may be caused
by not only the nonlinear load, but also by a non-sinusoidal
PCC voltage. This is not a new issue and researchers have proposed tools based on traditional power system analysis methods
to solve this problem. The harmonic active power method [5]
and critical impedance measurement method [6] yield results to
a certain degree of accuracy; however they are based on some
fundamental assumptions like prior knowledge of the source
impedance.
Neural networks have been known to be good function
approximators. They are particularly effective in dealing
with nonlinear relationships between parameters. This paper
presents a different approach [7] based on recurrent neural
networks (RNNs) to distinguish between the two components
of harmonic sources (i.e., load or power system). Others have
in the past proposed methods [8]–[10] to measure the harmonic
content in a load current or to predict it, but these methods
assume a radial feeder supplying a single load through known
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feeder impedance, or multiple loads connected to a PCC which
has a sinusoidal voltage and with zero impedance in the supply
feeder. The rationale behind using neural networks is that
neural networks provide the flexibility of identifying dynamic
systems online without the need to make assumptions.
II. RECURRENT NEURAL NETWORK
Artificial neural networks (ANNs) provide an alternative
modeling approach for power system applications [11]–[14].
The multilayer perceptron network (MLPN) is one of the most
popular topologies in use today [15]. This network consists
of a set of input neurons, output neurons and one or more
hidden layers of intermediate neurons. Data flows into the
network through the input layer, passes through the hidden
layers and finally flows out of the network through the output
layer. The network thus has a simple interpretation as a form of
input-output model, with network weights as free parameters.
The use and training of MLPNs is well understood [16].
RNNs are feedback networks in which the present activation state is a function of the previous activation state as well
as the present inputs. Adding feedback from the previous activation step introduces a kind of memory to the process. Thus
adding recurrent connections to a multilayer perceptron network
enhances its ability to learn temporal sequences without fundamentally changing the training process. Recurrent networks
will, in general, perform better than regular MLP feedforward
networks on systems with transients [17].
The block diagram of a RNN interconnected with weight maand
is shown in Fig. 2. The function
trices
represents the RNN approximation of the plant function
in terms of it weights
and . The objective of the training
and such that the RNN function
is to modify
approximates the desired function
, so that the error between the desired function output and the RNN output is
minimized.
is
Continual online training (COT) is required whenever
has to track
. The online
a time varying signal and
training cycle has two distinct paths: forward propagation and
error back-propagation. Forward propagation is the passing of
inputs through the neural network structure to its output. Error
back-propagation is the passing of the output error backwards
through the RNN in order to estimate the individual contribution of each weight in the network to the final output error.
The weights are then modified so as to reduce the output error.
The process is repeated at every sampling step. The generalized
equations with respect to Fig. 2 are shown as follows.

Fig. 2. (a) RNN architecture and (b) RNN training scheme.

Each of the hidden node activations in
is then passed
through a sigmoidal function to determine the hidden-layer
decision vector . A sigmoidal function is defined as
(2)
The hidden-layer decision vector

(3)
where
.
The decision vector is then fed back to the input layer (this
introduces the recurrence) as well as fed to the corresponding
weight in the output weight matrix . The RNN output is
computed as
(4)
For a single output system the output weight matrix
, and is a scalar.
B. Error Back-Propagation
The output error

A. Forward Propagation
At any sampling step , each input in the input column vector
is fed via the corresponding weight in the input weight matrix
to every node in the hidden layer. The activation vector is
determined as the sum of its weighted inputs. In vector notation,
this is defined as
(1)
where the input column vector
, hidden layer ac, input weight matrix
tivation column vector
, is the number of inputs to the RNN including
the bias and is the number of neurons in the hidden-layer.

is expressed as

is calculated as
(5)

For a three phase system,
.
The output error is back propagated through the RNN to deand
in the decision vector and actermine the errors
is obtained by
tivation vector . The decision error vector
back-propagating the output error through the output weight
vector
(6)
where the decision error vector

.
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of outputs are fixed. The only structural variable then remaining
is the number of neurons in the hidden layer. The RNN execution time and the training convergence is directly dependent
on the value of . Two performance criteria for the measure of
RNN training convergence are typically used; they are the abdefined as
solute value of the tracking error

TABLE I
TABLE IRNN EXECUTION CYCLE COMPUTATIONS

(10)
and the mean squared error (MSE) defined as
MSE

The activation errors
are given as a product of the decision
and the derivative of the decisions with respect to
errors
the activations

(7)
The derivative of a sigmoidal function can be expressed in
terms of its inputs and outputs and computationally it results
in multiplication and addition. The subscript in (7) indicates
and .
element-wise multiplication of the vectors ,
and output weights
at
The change in input weights
step are calculated as

(8)
where
are the momentum and learning gain constants respectively. The last step in the training process is the
actual updating of the weights at step
(9)
C. Execution Cycle Computation
All the necessary (1)–(8) are computed in vector form. Most
of the computations involve either addition or multiplication.
Evaluation of the sigmoidal function is the only computationally demanding task. A complete breakdown of the computations required for one RNN execution cycle appears in Table I
which shows that the forward propagation requires sigmoidal
computations.
D. Optimum Sizing of the RNN
To model the harmonic characteristics of a nonlinear load,
the RNN architecture needs to address the issues regarding,
1) the number of layers, 2) number of neurons in each layer,
and 3) the hidden layer activation function. For any nonlinear
function identification type problem, at least one hidden layer is
required. Additionally, a nonlinear, continuously differentiable
hidden layer activation function, such as the sigmoidal function,
allows the network to perform nonlinear modeling. Depending
on the application, the number of RNN inputs and the number

(11)

where is the number of training epochs. The tracking error
varies at a high rate as training progresses. For this reason it is
more convenient to consider the MSE which is a smooth curve
due to the averaging process. In neural network training it is
not possible to get MSE to decrease to exactly zero, so the objective is to get it down below some minimum value, typically
10 ). This can be achieved by providing infor(MSE
mation to the neural network about the history of the system
dynamics, typically in the form of delayed inputs and outputs.
The number of neurons in the hidden layer affects the rate
and the final value of the MSE convergence, and is typically
chosen on a heuristic basis after several iterations. For the specific problem presented in this paper, based on experimental data
and experience, the following formula provides a starting point
for choosing the number of neurons in the hidden layer
MSE
(12)
is the number of neurons in the hidden layer, is
where
acceptable MSE
the number of cycles of training data, MSE
in training expressed in % and is the number of samples per
cycle of the acquired data. The above formula has been adapted
from work of Baum and Haussler [18] and its application is
demonstrated below.
Typically power quality recording instruments like the AVO
Megger PA-9Plus, the RPM and others, require data to be
sampled at 128 samples/ cycle. Starting with random initial
of 0.5%
values for the RNN weights, and to achieve a MSE
with only 120 cycles of acquired data at 128 samples/cycle, the
number of neurons in the hidden layer works out to be 28.
For the work presented in this paper, the number of neurons
used in the hidden layer is 25.
III. ESTIMATION OF HARMONIC CURRENT
Fig. 3 is a one-line diagram of a three-phase supply network
with a sinusoidal voltage source , network impedance ,
and several loads (one of which is nonlinear) connected to a
PCC. The nonlinear load currents , , and , (denoted by
), are composed of load harmonics as well as supply haras the harmonics. However the utility sees the line current
monic distortion injected into the network by the load. The identification recurrent neural network (RNN1) is trained to identify
the nonlinear characteristics of the load (in the case of a single
phase load), and for each phase individually for a three-phase
load. At any moment in time after the RNN1 training has been
completed, its weights are transferred to the estimation recurrent neural network (RNN2). RNN2 is then supplied offline with
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B. Estimation Phase: RNN2 Prediction

Fig. 3. Proposed method for predicting the true harmonic distortion of a nonlinear load.

a three-phase mathematically generated sine wave
to
. Any distortion
estimate its three output currents
present in the current waveforms
can now truly be
attributed to the nonlinearity of the load admittance. This procedure is known as load modeling. The function of RNN2 could
have been carried out by RNN1, but that would disrupt the continual online training of RNN1 during the brief moments when
has to be estimated. The algorithms of RNN1 and
RNN2 are executed in software.

A. Identification Phase: RNN1 Training
The proposed method measures the instantaneous values of
the three voltages
at the PCC, as well as the three line curat the th moment in time. The voltages
could be
rents
line-to-line or line-to-neutral measurements. The RNN1 is deas a funcsigned to predict one step ahead the line current
,
tion of the present and delayed voltage vector values
and
. When the
moment arrives
(at the next sampling instant), the actual measured instantaneous
are compared with the previously predicted values
values of
, and the difference (or error ) is used to train the RNN1
of
weights. This is called continual online training.
Initially the weights have random values, but after several
sampling steps, the training soon converges and the value of
the error in Fig. 3 diminishes to an acceptably small value,
as expressed by the value of MSE. Proof of this is illustrated
and
by the fact that the individual phase waveforms for
should practically lie on top of each other respectively. At
this point the RNN1 therefore represents the admittance of the
nonlinear load. This process is called identifying the load admittance. Since continual online training is used, it will correctly represent the load admittance from moment to moment.
At any moment in time after the RNN1 training has converged,
its weights are transferred to RNN2. The training cycle of RNN1
continues and in this way RNN2 always has updated weights
available when needed.

RNN2 is supplied with a mathematically generated sine wave
to estimate its output while its weights are kept fixed. The output
therefore represents the current
of RNN2 called
which the nonlinear load would have injected had it been supplied by a sinusoidal voltage source at the PCC. In other words,
this gives the same information that could have been obtained by
quickly removing the distorted PCC voltage (if this were possible) and connecting a pure sinusoidal voltage to supply the
nonlinear load, except that it is not necessary to actually do this
waveinterruption. Any distortion present in the
form can now be attributed to the nonlinearity of the load adcycles have been calmittance. Once a number of
culated by RNN2, they are stored (and subsequently used for
harmonic analysis to find the true load-injected current total harmonic distortion (THD) ). New weights are then uploaded from
RNN1 to RNN2, and a series of new cycles and a new THD
calculated. The THD value could be recorded or displayed at
frequent pre-determined intervals, or an average value calculated over a period of time, say every 5 min or as required.
C. Scaling the RNN Variables
Due to the nature of the sigmoidal transfer function, the outputs of the neurons in the hidden layer are limited to values between 0 and 1. The inputs to the neural networks are therefore
scaled first to fall within the limits of 1. Scaling is done using
software and therefore removes any restrictions placed on the
data acquisition system and the transducers.
IV. EXPERIMENTAL RESULTS
The method of using online trained RNNs to identify the load
admittance, and testing it, is briefly introduced. Nonlinear loads
are typically caused by switching power devices at the interface
between the supply network and the load, or by motor or transformer saturation. The performance of the RNN is demonstrated
with the help of the simple nonlinear load test system in Fig. 4.
The proposed scheme is demonstrated with three single phase
loads connected to a switch defined as the point of common
coupling. The voltage at the PCC is fixed at 120 Vrms, 60 Hz.
When is in position 1, the power supply comes from the utility
supply network. When is in position 2, the supply comes from
a 5 kVA California Instruments 5001 iX power supply which
provides a “clean” sinusoidal voltage at the PCC. The background THD of the utility voltage is 4.19% (with open) and
the THD of the CI 5001 iX voltage is 0.2%.
Table II shows the individual harmonic generation characteristic (THD) of each load in Fig. 4 when connected one at a time
first to the clean supply and then to the distorted voltage from
the utility.
THD is measured by a dedicated spectrum analyzer as well
as by data acquisition and MATLAB software. Data acquisition is carried out with a system from National Instruments and
LABVIEW software which stores the data on a personal computer. This data is then imported to MATLAB and, using the
powergui block of SIMULINK, the THD’s are computed. These
THDs are then compared with measurements taken directly by
the spectrum analyzer, in order to verify that the LABVIEW and
MATLAB computer code are working correctly.
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Fig. 5. RNN1 training result with 0 firing angle; i and ^i superimposed.

Fig. 4. Experimental setup with two nonlinear loads and one linear load.

TABLE II
SAMPLE MEASUREMENT DATA USING 5001
IX TO SUPPLY ONE LOAD AT A TIME

An important result from Table II is that the current THD of
the dimmer circuit with 30 firing angle is higher when it is
) as combeing supplied by the clean supply (less THD in
).
pared to when it is supplied by the utility (more THD in
However with 0 firing angle, the result is the other way round.
Ideally, linear loads do not introduce harmonics in the network
but do get affected by the distortion in the supply voltage.
When several loads are supplied from the PCC, with its own
background THD, the individual load currents are due to the
combined effects of the distorted and the nonlinearities of the
loads. This results in some amount of phase cancellation between supply harmonics and load harmonics, or load harmonics
from one load cancelling those of another load. This cancellation reduces the overall harmonic current in the network [19]
and thus benefits some of the nonlinear loads. Hence, it is essential that any method of measuring load harmonic contribution should be able to analyze every load on its merit.
A. TRIAC Dimmer Circuit
With the firing angle of the dimmer circuit set to 0 and switch
in position 1 and all the loads in Fig. 4 operating, RNN1 is
trained to learn the characteristics of the dimmer circuit. The
and the output of RNN1, , tracks the
input to RNN1 is
actual current until the training error converges to near zero.

Fig. 6. MSE in RNN1 training of current i .

Fig. 5 indicates how well the RNN1 training has converged since
its output coincides with the actual waveform.
The MSE in Fig. 6 is 0.0021. Once the MSE is below the
10 , it can be concluded that
pre-defined level MSE
RNN1 has learned the admittance of the dimmer circuit to an
acceptable degree of accuracy. The weights of RNN1 are now
transferred to RNN2. RNN2 is now supplied with a mathematically generated sine wave voltage with zero distortion. The
and it appears in Fig. 7 which shows
output of RNN2 is
what Fig. 5 would have looked like if it were possible to isolate
the dimmer circuit and supply it by a pure sine wave. In other
words this is the true harmonic current that would be injected
by the dimmer circuit into the network if the PCC voltage had
no distortion.
in Fig. 8 turns out to be 4.18%
The true current THD of
instead of 6.11% measured in Fig. 5. This result agrees well with
the measured value of 4.28% obtained where the load was supplied by a 0.2% distorted voltage when switch was in position
2 in Fig. 4 and only the dimmer circuit was connected to .
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Fig. 8. FFT spectrum of ^i
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when supplied by pure sine wave.

(THD

= 4.18%).

^

Fig. 10. RNN2 output i

when supplied by pure sine wave.

^

Fig. 11. FFT spectrum of i

(THD

= 30.58%).

ferred to RNN2 and again it is supplied with a pure mathematically generated sine wave voltage. The output of RNN2 is shown
in Fig. 10 and its FFT in Fig. 11. The true current THD of
in Fig. 11 turns out to be 30.58% instead of 29.25% as measured in Fig. 9. This result agrees well with the measured value
of 30.42% obtained where the load was supplied by a 0.2%
distorted voltage with in position 2 and only supplying the
dimmer circuit.
B. Variable Speed Drive

^

Fig. 9. RNN1 training result with 30 firing angle; i and i superimposed.

Similarly, the data obtained by operating the dimmer circuit
with a 30 firing angle is used to train RNN1 and the convergence result is shown in Fig. 9. The weights of RNN1 are trans-

The proposed scheme is now applied to a three phase variable speed drive (VSD) system feeding an induction motor as
shown in Fig. 12. The background THD of the utility voltage
with open is 4.5%, and the background THD of the CI 5001
iX voltage is 0.2%.
With switch in position 1, the VSD is supplied from the
utility source, and with in position 2, the drive is supplied
from the clean power source. The measured phase A voltage
and current waveforms with in position 1 are shown in Fig. 13,
while Fig. 14 contains the measured phase A voltage and current
waveforms with in position 2. The THD of the current with
in position 1 is 74.27% and THD of the current with in
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Fig. 12. Experimental setup with a variable speed drive.
Fig. 14. Measured voltage and current with S in position 1.

Fig. 15. FFT Spectrum of current i

with S in position 1 (THD

= 74.27%).

Fig. 16. FFT Spectrum of current i

with S in position 1 (THD

= 67.14%).

Fig. 13. Measured voltage and current with S in position 1.

position 2 is 67.14%. The FFT spectrums are shown in Figs. 15
and 16, respectively.
The data obtained with in position 1 is used to train the
neural network RNN1 until the training error converges to near
zero, and the output of RNN1 correctly tracks the actual cur. Fig. 17 indicates how well the training of RNN1 has
rent
coincides with the actual
converged since its output
waveform. Fig. 18 shows how the MSE in RNN1 decreases as
the training converges.
Once training is complete, and RNN1 has learned the admittance of the phase A of the VSD, the weights of RNN1 are transis obferred to RNN2. As before, the output of RNN2
tained by using a mathematically generated sine wave voltage
with zero distortion as its input and Fig. 19 shows what Fig. 17
would have looked like if it were possible to isolate the VSD
and supply it from a pure sine wave voltage.
Fig. 20 contains the frequency spectrum of Fig. 19. The true
turns out to be 66.69% (instead of
current distortion of

the 74.27% of Fig. 17). This result agrees well with the measured value of 67.14% of Fig. 14 where the VSD was supplied
by a 0.2% distorted voltage.
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Fig. 20. Frequency spectrum of Fig. 19

Fig. 17. RNN1 training result of VSD; i

and ^i

superimposed.

TABLE III
SUMMARY OF RESULTS

power system network, it rarely receives a clean 60 Hz supply.
For the purpose of quantification of this difference, a new parameter , known as the resultant error in measurement, is introduced and defined as
THD
THD
THD

Fig. 18. MSE in RNN1 training with VSD.

Fig. 19. RNN2 output ^i

when supplied by pure sine wave.

The results above of the three different load types, have shown
that there is a difference in the current distortion of a load depending on whether the load is served by a clean supply or a distorted supply. Any load serviced by a utility is designed and optimized to operate at 60 Hz, however once it is connected to the

(13)

where THD is
from a distorted
,and THD is
from a mathematical sine wave.
The salient results of the three experiments above are summarized in Table III. THD is the distortion in current with the
switch in position 2. This value is used for validation of the
results obtained using the proposed scheme. In an actual implementation of the proposed scheme, the value of will not be
required since it is not used in the training algorithm nor will
such a sine wave source be available in any real power system
application.
illustrate that this error could be positive as
The values of
well as negative. Single-phase power electronic loads generate
a great amount of triplen harmonics, and triplen harmonics are
zero sequence. Three phase power-electronic loads on the other
hand, do not generate triplen harmonics. Non-triplen harmonics
generated by various single and three-phase loads are likely to
have diversity effects due to phase cancellations and attenuation
effects that cause the distortion variation in the PCC voltage.
This explains why the index of (13) is either positive or negative. One important finding from the above results show that it
is erroneous to reason intuitively that the current THD, when
should always be higher than if
supplied from a distorted
had no distortion.
the
The significant current harmonics in power electronics loads
are almost always fifth, seventh, 11th, or 13th. For applications
like dominant harmonic active filtering [20], it may be of interest
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TABLE IV
MODELING OF INDIVIDUAL HARMONICS

Fig. 21. Three phase power distribution network

to use individual harmonic current distortion in
instead of the
overall harmonic current distortion. Table IV shows the value of
for each dominant harmonic, computed from the experiment
.
result of the variable speed drive current
Fig. 21 shows a single line diagram of a typical three phase
power distribution network and the point of measurement for the
application of the proposed scheme. The scheme uses the values
of voltage and current at the point of metering for each customer.
It is therefore applicable to both current and voltage source type
harmonic loads [21]. The load could consist of numerous nonlinear loads including gate controlled drives inside a large plant.
However, due to harmonic cancellations as explained above, the
is always lower and fairly constant comnet distortion in
pared to that of the individual drives [22]. The scheme in its
present form is applicable and valid for loads with fairly constant harmonic spectrum. An example of a time varying load
would be an arc furnace and the scheme has not yet been applied on such a load.
The sampling frequency for data acquisition is 8 kHz which
ensures that harmonics up to 4 kHz can be measured with sufficient accuracy. Harmonics above that are normally filtered out
by filters. The voltage transducers used are LEM LV 25-P and
the current transducers used are LEM LAH 25-NP. Some of the
experimental details of the RNN implementation are given as
follows.
• Recurrent neural network implemented in MATLAB.
• FFT computation: powergui block of SIMULINK.
• Number of Neurons in the hidden layer: 25. During the
commercialization phase of this work, selection of number
of neurons will be worked out in greater details.
• Computation time for the MATLAB code with 16000 samples of acquired data, run on a 1.8 GHz PC: 4.8 s.
V. CONCLUSION
This paper demonstrated the ability of recurrent neural networks to learn the load admittance and utilize a trained neural
network for estimating the true harmonic distortion caused by

that load. The proposed method has been successfully applied
to some specific single and three phase loads. The advantages
of the proposed method are that it can be implemented online
without disrupting the operation of any load, only voltages and
currents need to be measured, it does not require any special instruments, and it does not need to make any assumptions about
any quantities, e.g., the impedance of the source, or a sinewave
PCC voltage. Every customer has individual power meters and
hence it is a feasible option to implement the scheme for each
customer individually.
Standards like IEEE 519 provide guidelines for regulating
harmonic distortion levels that divide the responsibility between
the utility and the customer. The utility has to maintain voltage
distortion at the PCC below the specified limits and the customer has to limit the amount of harmonic current injection onto
the utility system. However, disputes may arise between utilities
and customers regarding who is responsible for the harmonic
distortions due to the lack of a reliable single index which can
precisely point out the source and magnitude of the harmonic
pollution.
Experimental results presented in this paper confirm that an
error in the measurement is made if the calculation of current
THD is done by simply measuring the current of the nonlinear
load. The information provided by the proposed method regarding the true current distortion of a load could be used to
persuade an offending load to take steps to mitigate an unacceptably high level of distortion. The proposed scheme could
be integrated into a commercially available power quality instrument or be fabricated as a standalone instrument that could
be installed in substations of large customer loads, or used as a
hand-held clip on instrument.
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